NOTES:

1. MINIMUM AISLE CLEARANCE 36" FROM BOILER SIDES AND REAR.
(THIS REQUIREMENT MAY VARY WITH LOCATION. CHECK STATE
AND LOCAL CODES IN THE AREA OF INSTALLATION.)

2. OPTIONS AND ADDITIONAL EQUIPMENT ORDERED MAY [ ]
AFFECT OVERALL DIMENSIONS. DRAWINGS ARE FOR I I
STANDARD BOILER PACKAGE. I I

3. (24) 5/8 UNC X 1.500 LONG STUDS EQUALLY SPACED _ W_H_ _
STRADDLE CENTERLINES. STUDS FOR BURNER — I
REFRACTORY (DRY OVEN) MOUNTING. REFRACTORY X o |
MUST EXTEND 22.25" MINIMUM PAST MOUNTING FLANGE. _ — _
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